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PHASE 5 - FIRST FLOOR PLAN

GENERAL NOTES

NOTES

1. REMOVE TEMPORARY AIR CONDITIONING UNIT AND ASSOCIATED DUCTWORK.

2. RE-INSTALL EXISTING WINDOW.

3. REMOVE SHEET METAL PLENUM BOX AND ASSOCIATED AIR DEVICES.

4. TEMPORARY AIR CONDITIONING OF MEDICAL MEDIA IS BEING PROVIDED BY VA OUTSIDE OF THIS
PROJECT SCOPE.

5. BALANCE EXISTING AIR TERMINAL UNIT TO INDICATED CFM.

6. ALL EXISTING 1-AHU21 SUPPLY DUCTWORK UPSTREAM OF AIR TERMINAL UNITS SHALL BE TESTED
AND SEALED USING "AEROSEAL" PRODUCT, AFTER SPECIFIED TRADITIONAL DUCT SEALING
PROCESS IS COMPLETE.  THE "AEROSEAL" DUCT SEALING SHALL BE DELETED UNDER BID ITEM 2.

7. NEW THERMOSTAT TO CONTROL AIR TERMINAL UNIT 21-1.  PROVIDE IN PHASE 3.  PLACE IN SAME
LOCATION AS EXISTING.

8. PROVIDE AUDITORIUM THERMOSTAT AND CO2 SENSOR IN PHASE 3.

9. NEW THERMOSTAT TO CONTROL AIR TERMINAL UNIT 21-2.  PROVIDE IN PHASE 3.  PLACE IN SAME
LOCATION AS EXISTING.

A THE INTENTION OF PHASE 5 IS TO REMOVE THE TEMPORARY COOLING SYSTEM
SERVING AUDITORIUM.

B REFER TO SHEET M001 FOR LEGEND, ABBREVIATIONS AND ADDITIONAL
GENERAL NOTES.
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